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Rating

The remote reset switch shall be rated at 240V, 8A 120uF minimum and be capable of  switching 

inductive loads associated with the master lighting control contactor. Wiring between the remote 

reset switch and its associated momentary action (bell press) rocker switch shall be 2 core 

1.5mm2 240V cable.

Mounting

Mount remote reset switch in ceiling space, adjacent to local lighting zone to be controlled.

Equipment type

The remote reset switch shall be manufactured by Energy Conservation

Systems Pty. Ltd., type ECS 4106.00.

> Momentary action rocker switches

Provide a wall mounted ‘momentary action (bell press) rocker switch’ for the override control of  

the reset switch located as shown on the drawings.

Features

Switch shall be mounted on a flush mounting plate to approval; with HPM 770 / X mechanisms.


